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Normal

Warning

Alarm

Extended 

Alarm

  Smoothed PPM ≥ Warning Setpoint

  Smoothed PPM ≥ Alarm Setpoint

  Alarm State Time ≥ Buzzer Delay Time

Smoothed PPM < Alarm Setpoint - Hysteresis

Smoothed PPM < Alarm Setpoint - Hysteresis

  Smoothed PPM < Warning Setpoint - Hysteresis
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